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REA80-100 230V AC ELECTRIC ACTUATOR WIRING DIAGRAM

INCOMING POWER

AC 1PH ( V) SYMBOL 'DI?SCR.IPTION RATING
» " CLS Close Limit Switch 250V AC 10A
E = OoLS Open Limit Switch 250V AC 10A
| TP Thermal Protector 250V AC 15A

CLOSE| STOP |OPEN |OPEN |CLOSE

SUGGESTED CUSTOMER'S WIRING LAME  [LAMP

ACTYATOR WIRING

DVOROWEOOO®O®®

& [ = 9 I a
L] o o m = i o 0 o
g‘P ] WARNING
7777 a 3 CLS &1 OLS &1 Each other should be powered through its own individual
502 B O COM Q COM switch on relay contacts o prevent cross feed between two
CONDENSER = o or more actuators.
1o 2 13 2 13
?_'.‘T MC [NO WC MO
BRO REA 80 DWG NO:
Wi REA 100
DEP: R&D
230V AC DATE:
HEATER 10.09.2016
M TP 5W
—~ BASE SMS Sanayi Malzemeleri Satisi ve Uretim A.S
© EARTH
I HEAD OFFICE Y. Dudullu, Bostanct Yolu, Kuru Sok, Na16 Umranive 34776 [stanb P+ 1 1 E
BN FACTORY IMES 0.5B. 5. Cadde No6 Cerkesli 0.5.B. Mahallesi Dilovas TUF P+ F

SMS Sanayi Malzemeleri Uretim ve Satis A.S O/SMSTORK @/sms-tork www.smstork.com



